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SECTION 9 
 

GRADING, DRAINAGE, EROSION, SEDIMENTATION CONTROL (GDESC) 
PLAN REQUIREMENTS 

 
 

9 - 01  GDESC DESIGN REQUIREMENTS 
 
GDESC Requirements shall meet the storm retention/detention and storm conveyance system requirements 
of Section 9-05 herein. 
 
A Grading, Drainage, Erosion, Sedimentation Control (GDESC) Discharge Control structure and water 
quality and quantity facilities shall be sized in accordance with the WA State Department of Ecology’s 
Stormwater Management Manual for the Puget Sound Basin. 

 
Separate storm drainage calculations are required for sizing the retention/detention facilities for both the 
GDESC and the final developed site conditions. 
 
Supporting Documentation for Design (Basin Analysis, Maps, Stream Data)  
 
The applicable "General Requirements" of Section 3 shall be met.  The following additional design 
requirements shall also apply: 
 

1. Cross-sections of fill/grading may be required on the plans through all properties and at least 
30 feet beyond the property lines or 100 feet beyond the limit of construction, whichever is 
less.  Cross-sections shall be shown at 50 feet minimum intervals or as appropriate across the 
total width/length of the property.  These are minimum requirements and additional cross-
sections may be warranted depending upon site conditions. 

 
2. The fill/grading plan shall be designed so as not to affect any public right-of-way or adjacent 

properties. 
 

3. A quarry rock “construction’ entrance shall be required and maintained throughout the 
hauling operation for erosion control and to prevent tracking.  Refer to Standard Drawing 8-
330. 

 
4. Siltation control measures (i.e., silt fences, setbacks, ditches, etc.) shall be provided to protect 

adjacent properties, streams, wetlands and Puget Sound. 
 

5. Measures shall be taken to prevent silt laden water from entering the City's public storm 
system. 

 
 

6. All side slopes shall be stabilized with approved erosion control treatment. 
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7. No fill or cut side slopes exceeding 4 feet in height shall be steeper than two (2) horizontal to 

one (1) vertical unless a geotechnical report dictates otherwise. 
 

8. A minimum of 25 feet shall be provided between the top of any fill placement and the top of 
the bank of any defined drainage channel. 

 
9. When filling a site, existing upstream surface drainage flow shall not be impeded. 

 
10. Denuded areas and soil stockpiles must be stabilized according to the following schedule: 

 
From April 1 to October 31 all denuded areas at final grade and all exposed areas that are 
scheduled to remain unworked for more than 30 days shall be stabilized within 10 days. 

 
From November 1 to March 31 all exposed soils at final grade shall be stabilized 
immediately using permanent or temporary measures.  Exposed soils with an area greater 
than 5000 square feet that are scheduled to remain unworked for more than 24 hours and 
exposed areas of less than 5000 square feet that will remain unworked for more than seven 
(7) days shall be stabilized immediately. 
 
Methods of stabilization are available in the Department of Ecology’s Stormwater 
Management Manual for the Puget Sound. 

 
A "Construction Sequence" schedule shown on the plans which will fulfill all design requirements for 
grading, drainage, erosion and sedimentation control shall be provided. The "Construction Sequence" is 
intended to insure that proper erosion control and retention/detention methods are in place, and continue 
during the construction of the project.  The following "Construction Sequence" is to be used as a guide, 
although each individual project is unique and will require its own "Construction Sequence" schedule: 
 

1. Establish clearing and grading limits. 
 

2. Construct temporary construction entrance. 
 
3. Construct perimeter ditches, filter fabric fences and other erosion control devices as shown. 
 
4. Construct storm drainage retention/detention (control and storage) facilities.  Provide 

emergency overflow as applicable. 
 
5. All ditches and swales as shown shall be provided to direct all surface to the 

retention/detention and sedimentation pond as clearing and grading progresses.  No 
uncontrolled surface water shall be allowed to leave the site at any time during the grading 
operations. 

 
 
6. Clearly state at what point grading activities can begin, which is usually only after all 

drainage and erosion control measures are in place. 
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7. Comply with the GDESC Plan Notes in the continuous operation and maintenance of these 

facilities. 

9 - 02  GDESC PLAN REQUIREMENTS 
 
The applicable "General Plan Requirements" in Section 3 shall be shown on the plans.  The following 
applicable fill and grading plan requirements shall also be shown on the plans: 
 

1. The fill and/or excavation quantities in cubic yards. 
 
2. The type of fill material and compaction requirements. 
 
3. State whether or not the fill material will be placed upon native or ground vegetation has 

been removed. 
 

4. If required cross-sections at 50 feet (50') minimum intervals showing the fill/grading shall be 
shown on the plans through all properties, and 30 feet (30') beyond the property lines or 100 
feet (100') beyond the limit of construction, whichever is less. Scale shown shall be 
consistent with requirements of Section 3. 

 
5. Show stabilized construction entrance on the plans.  Refer to Standard Drawing 8-330. 
 
6. Show adequate siltation control measures to protect adjacent properties, streams, wetlands 

and Puget Sound. 
 

7. When silt fences are required, show the location with a typical fence detail.  Silt fences will 
usually be required unless site work is lower than the surrounding property. 

 
8.  Clearly show the limits of fill and/or excavation work. 

 
9. Show perimeter ditches to control water flow. 

 
10. Storm retention/detention plan requirements are as follows: 

 
a. Show on the plans how water quality and quantity will be controlled. 

 
b. Indicate the ponding limits showing the high water elevations. 

 
c. Show all existing and proposed storm pipes including locations, lengths, materials, 

slopes, elevations, sizes, rims, and inverts. 
 

d. Indicate the location, number and type of manholes and catch basins. 
 
e. Identify storm pipes and control structures that are temporary and not part of the final 

storm system. 
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f. Indicate the minimum groundwater depth. 

 

9 - 03  GDESC PLAN NOTES 
 
The applicable "General Plan Notes" in Section 3 shall be shown on the plans.  The following notes shall 
also be shown on the plans: 
 

1. Within the City, all required retention/detention, sedimentation and erosion control facilities 
must be constructed and in operation, prior to land clearing and/or other construction 
activities, to insure that sediment-laden water and storm drainage run-off does not impact the 
adjacent properties or the natural drainage ways. 

 
2. The retention/detention, sedimentation and erosion control facilities depicted on these 

drawings are intended to be minimum requirements needed to meet anticipated site 
conditions.  Additional drainage and erosion control facilities may be required as situations 
warrant during construction.  The implementation, maintenance, replacement and additions 
to these control systems shall be the responsibility of the permit holder. 

 
3. For grading and filling projects associated with a building permit, the temporary drainage 

control measures shall remain in place until the permanent storm system is in place and 
operational and a conversion from the temporary to permanent system can be made. 

 
4. All temporary erosion control facilities, including the perimeter controls, shall remain in 

place until final site construction is completed and approval has been received from the City. 
 

5. On projects with Fill and Grading Permits only, and for which no subsequent Building 
Permit has been issued, record drawing of the GDESC plan will be required upon completion 
of grading activities. 

 
6.  When project is completed and site is finally stabilized, all temporary erosion control 

measures shall be removed. 
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9 - 04  STORM DRAINAGE DESIGN REQUIREMENTS 
 
Storm Drainage Design requirements shall be in accordance with this Section. 
 
New ditch design cross-sections and invert elevations every fifty feet (50') may be required to be submitted 
to the City. 
 
All public and private systems shall be designed in accordance with Department of Ecology's Stormwater 
Management Manual for the Puget Sound Basin unless otherwise stated in the Comprehensive Plan or as 
directed by the city engineer. 

9 - 05  STORM DRAINAGE PLAN REQUIREMENTS 
 
The following requirements shall be shown on the street plans: 
 

1. Plan and profile in accordance with Section 3 herein. 
 

2. Storm pipe including locations, lengths, materials, slopes, elevations, and sizes. 
 

3. Manholes and catch basins including locations, types, and rim and invert elevations.  All new 
and existing manholes and catch basins shall be numbered consecutively. 

 
4. Typical ditch cross-sections shall be shown on the plans. 

 
5. Easement widths and locations. 

 
6. Identify possible utility conflicts. 

 
7. The distance from the center line of pipes to any building structure, in close proximity. 

 
8. An all-weather maintenance access to all structures, ditches, ponds, etc., including typical 

cross-section of said access road. 

9 - 06  STORM DRAINAGE PLAN NOTES 
 
The applicable "General Plan Notes" in Section 3 shall be shown on the plans.  The following applicable 
notes shall also be shown on the plans: 
 

1. Storm lines shall be laid to the grades and elevations shown on the drawings and shall not be 
changed without City approval. 

 
2. All manholes and catch basins in public right-of-way or easements shall be adjusted to final 

grade during or after final paving, in accordance with the City's standard. 
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9 - 07  CONVEYANCE SYSTEMS - GENERAL 
 
A conveyance system includes all portions of the surface water system, either natural or man-made, that 
transport storm and surface water runoff.  The purpose of the conveyance system is to drain surface water 
from properties, up to a specific design flow, so as to provide protection to property and the environment. 
 
Properly designed pipe systems will maximize hydraulic efficiency by utilizing proper material, slope, and 
pipe size.  An ideal channel section will be sized to provide adequate capacity for design flows while 
minimizing erosion and allowing for aesthetics, habitat preservation, and enhancement of water quality. 
 
A man-made conveyance system should emulate the natural conveyance system to the maximum extent 
feasible.  Inflow to the system and discharge from the system should occur at the natural drainage points as 
determined by topography and existing drainage patterns. 
 
From a water quality standpoint, open, vegetated channels are the preferred method of conveyance.  The 
vegetation will help keep the channel from eroding, and can provide some amount of water quality 
treatment.  Open channels also simplify tracing illegal dumping when it occurs. 
 
However, there are several parameters which will affect the type of conveyance system chosen.  Some of 
these, in addition to water quality, are road capacity, parking requirements, sidewalks, planter strips, 
topography, available right-of-way, etc.   
 
Developers are encouraged to use innovative designs that will meet water quality Best Management 
Practices, yet still make provisions for the roadway section design parameters as listed above.  For more 
information see the Stormwater Management Manual for the Puget Sound Basin. 

9 - 08  CONVEYANCE SYSTEMS - OPEN CHANNELS 
 
See Standard Drawings 9-010. 
 
Open channels can be classified as either natural or constructed.  Natural channels are generally referred to 
as streams, creeks, or swales, while constructed channels are most often called ditches, channels, or bio 
swales. 
 
Natural channels are defined as those which have occurred naturally due to the flow of surface waters or 
those that, although originally constructed by human activity, have taken on the appearance of a natural 
channel including a stable route and biological community.  They may vary hydraulically along each 
channel reach and should be left in their natural condition in order to maintain their natural hydrologic 
functions and wildlife habitat benefits from established vegetation. 
 
Constructed channels are those constructed or maintained by human activity and include bank stabilization 
of natural channels.  Constructed channels shall be either rock-lined, vegetation-lined, or lined with 
appropriately "bio-engineered" vegetation. 
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Vegetation-lined channels (including "bio-engineered" vegetation a.k.a. "Biofiltration Swales") are the 
preferred type of constructed channels when properly designed and constructed.  The vegetation stabilizes 
the slopes of the channel, controls erosion of the channel surface, and removes pollutants.  The channel 
storage, low velocities, water quality benefits, and greenbelt multiple-use benefits create significant 
advantages over other constructed channels.  The presence of vegetation in channels creates turbulence 
which results in loss of energy and increased flow retardance; therefore, the design engineer must consider 
sediment deposition and scour, as well as flow capacity. 
 
Vegetation-lined channels or ditches as depicted on Standard Drawing 9-010 are intended to treat runoff 
from the applicable road or street.  They are not intended to treat runoff from abutting properties unless 
specifically approved by the Engineer. 
 
Rock-lined channels are necessary where a vegetative lining will not provide adequate protection from 
erosive velocities.  They may be constructed with quarry spall riprap, gabions, or slope mattress linings.  
The rock lining increases the turbulence, resulting in a loss of energy and increased flow retardance.   
 
Rock lining also permits a higher design velocity and therefore a steeper design slope than in grass-lined 
channels.  Rock linings are also used for erosion control at culvert/storm drain outlets, at sharp channel 
bends, channel confluences, and locally steepened channel sections.  Rock lined channels should only be 
used when careful consideration has shown that vegetated channels are not feasible. 
 
On grades up to 6%, open, vegetation-lined channels (swales) are the preferred method of conveyance.   
 
Where the grade is over 6% but not over 9%, the city engineer may require use of a standard rock-lined 
ditch (check dams) or alternatively a closed (pipe) drainage system under a paved shoulder with asphalt 
thickened edge or turnpike shoulder.   
 

1. Rock lining for ditches shall be in accordance with section 9-13.6 of the WSDOT/APWA 
Specifications.  Rock gradation shall be as follows: 

 
Passing 8-inch square sieve  100% 
Passing 3-inch square sieve  40% max. 
Passing 3/4-inch square sieve  10% max. 

 
Under exceptional conditions of erodibility or water velocity, the Engineer may require more stringent 
methods to control erosion.  In conditions of low flow, which limit water volume and velocity, the Engineer 
may permit less stringent methods of control. 
 
Open systems shall be designed with sided slopes no steeper than 1 vertical to 3 horizontal and back slopes 
no steeper than 1 vertical to 2 horizontal with adequate slope stabilization and a minimum freeboard of 
one foot (1'). 
 
Ditches may be either "V" shaped or trapezoidal. 
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Open ditches designed at 2 to 5 fps shall be hydro-seeded with a grass approved by the city engineer.  Steep 
grades (5 to 15 fps) will require rock spills, (check dams) riprap, or other approved energy dissipation 
methods. 
 
Ditch cross-sections may be required to be provided at a minimum of every fifty feet (50') on separate 
sheets. 
 
Biofiltration swales shall meet the requirements of the Stormwater Management Manual for the Puget 
Sound Basin. 

9 - 09  CONVEYANCE SYSTEMS - PIPE SYSTEMS 
 
See Standard Drawings 9-020, 9-030, 9-230, 9-240. 
 
Pipe systems are networks of storm sewer or drain pipes, catch basins, manholes, inlets and outfalls 
designed and constructed to convey storm and surface water. 
 
Where required a pipe system shall be provided for curb street sections whenever the length of surface 
drainage on road grade extends either direction from crest vertical curves 150 feet for road grades under 1%, 
200 feet for road grades from 1% to 3%, or 300 feet for road grades 3% and greater.  For inlet and catch 
basin spacing, see Section 9-13. 

Minimum Size 
 
Storm sewer or drain pipes shall be minimum 12-inch diameter.  Runoff shall be computed and, if the flow 
requires it, larger pipe shall be used. 
 
The minimum pipe size diameter for private storm lines shall be 4 inches (4"). The minimum pipe size 
diameter for public storm lines shall be 12 inches (12"), and 8 inches (8") for laterals.  The pipe shall be 
extended full width of the property to be served. 

Special Cases 
 
Pipes connecting single inlets to main storm sewer by structure (i.e., catch basins) shall be 12-inch diameter 
minimum, and single inlets shall be catch basins with sumps.  In special cases, such as shallow gradients or 
conflicts with underground utilities, pipe may be  8-inch diameter minimum, to a maximum length of 60 
feet and inlets may be concrete inlets as shown on Standard Drawing 9-020.
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Wyes or Tees 
 
In general, connections to a pipe system should be made only at catch basins or manholes.  Wyes or Tees 
will be allowed on roof/footing/yard drain systems for pipes 8 inches in diameter, or less, with adequate 
cleanouts to maintain the system.  Other uses of wyes or tees will be evaluated by the Engineer on a 
case-by-case basis. 

Pipe Placement & Materials 
 
Placement requirements for culverts and storm sewer installation shall be as indicated in the WSDOT/APWA 
Specifications Sections 7-02 and 7-04, respectively, and AASHTO Specifications.  Pipe materials including 
concrete, CMP, and PVC shall comply with Section 9-05 of the WSDOT/APWA specifications with the 
following additions and clarifications: 
 

1. Double walled (smooth interior) corrugated polyethylene pipe, meeting the requirements of 
AASHTO M 252 in 8-inch size and AASHTO M 294S in sizes 12" through 36", is an 
acceptable alternative for schedule A culvert pipe, as shown on WSDOT/APWA Standard 
Plan B-17 and for storm sewers in accordance with these Standards.  Bedding for this pipe 
must be carefully placed in accordance with manufacturers specifications. 

 
The ends of the pipe shall be beveled to match the slope.  Corrugated polyethylene pipe shall 
not be used when beveled slopes are flatter than 4:1.  For any pipe length section that is to be 
beveled on the end, the minimum length of the unbeveled portion of the pipe shall be 6 feet. 

 
The pipe shall be installed in a design A trench as shown on Standard Drawings 9-230 and 
9-240.  For burial depths exceeding 15 feet, the pipe shall be installed in accordance with the 
manufacturer's recommendations and these Standards. 

 
2. Galvanized corrugated steel pipe shall have asphalt coating Treatment 1 as specified in 

WSDOT/APWA Specification Section 9-05.4(3).  Aluminum and Aluminized steel pipe may 
be used without treatment where alternate materials are permissible (i.e., different types of 
storm sewer pipe, polyethylene, etc.), such alternate materials shall be clearly denoted on the 
road construction plans.  Alternate materials may be substituted in the field subject to written 
approval of the Engineer in accordance with these Standards. 

Pipe Joints 
 
Generally, all pipe shall be tightly joined.  Concrete pipe shall be rubber-gasketed in accordance with 
Section 9-05.7(3) of the WSDOT/APWA Specifications.  Metal pipe shall be gasketed and securely banded.  
WSDOT/APWA Plans No. B-13a, b, c, d, and B-14 apply.  Corrugated Polyethylene Pipe (CPP) shall be 
joined by split corrugated couplings, with gaskets, which fully engage at least two corrugations on each side 
of the pipe joint and exceed the soil tightness requirements of the AASHTO Standard Specifications for 
Highway Bridges, Section 23(2.23.3).  Where a watertight joint is required for CPP, pipe and couplings 



GDESC PLAN REQUIREMENTS 
 

 

April 1997 Section 9 – Page 10 
  

CITY OF BAINBRIDGE ISLAND DESIGN AND CONSTRUCTION STANDARDS AND SPECIFICATIONS 
 

shall have received approval from the WSDOT New Products Committee and upon installation, meet the 
low pressure air test requirements of WSDOT/APWA Specification Section 7-04.3(4). 

Leak Testing 
 
Leak testing as set forth in Section 7-04.3(4) of the WSDOT/APWA Specifications will not be required 
unless specified by the Engineer or the developer's engineer.  Examples of where leak testing may be 
warranted include but are not limited to areas where significant leakage would cause instability in fill 
slopes, or areas where sewers are to be installed below the water table, or areas where significant amounts of 
ground percolation or ground water intrusion are anticipated. 
 
Where leak testing for sewer pipe is deemed necessary by the Engineer or by the developer's engineer, it 
shall be determined during the design/review process prior to approval of plans for construction and shall be 
clearly called out on the road construction plans. 

Gradients 
 
Storm drain gradients shall provide a minimum flowing full velocity of 2 fps and a maximum of 10 fps. 

Pipe Ends 
 
On driveway culverts, cross culverts, and pipe ends projecting from driveway or roadway side slopes that 
could create a hazard or restrict flow shall be beveled as shown on Standard Drawing 9-030. 
 
All exposed storm line ends 15 inches (15") in diameter and larger may be required to have trash racks at 
both the inlet and outlet ends, in accordance with the City's Standard Drawing No. 9-290.  Verify the 
requirement with the city engineer. 
 
Exposed live storm lines shall have rock riprap at both the inlet and outlet ends. 

Culverting of Streams 
 
Natural streams should not be placed in pipes except for essential roadway crossings as determined by the 
Engineer and subject to review by the Washington State Department of Fisheries and Wildlife and other 
State & Federal Agencies which have jurisdiction. 

9 - 10  DRAINS 
 
Drains, including underdrains, shall conform to Section 7-01 of the WSDOT/APWA Specifications.  
Authorized pipe materials shall be as specified in section 7-01.2 of the WSDOT/APWA Specifications and 
the current revisions of the AASHTO M 252 or M 294 Specifications. 
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9 - 11  GEOTEXTILE FABRIC FOR DRAINS 
 
Geotextile filter fabric shall be placed in underdrain trenches in accordance with the manufacturer's 
recommendations and these Standards.  Fabric filters for subsurface drainage shall be composed of strong 
rot-proof, non-woven, polymeric fibers oriented into a stable network such that the fibers retain their 
positions with respect to each other.  The fabric shall be free of any chemical treatment or coating which 
may significantly reduce permeability, and shall have no flaws or defects which could significantly alter its 
physical properties.  The fabric shall be laid out with a minimum overlap of one foot at all edges.  The fabric 
must be Mirafi 140 NSL or equivalent or meet the following: 
 
TEST VALUE TEST METHOD 
Grab Tensile Elongation 25% min. ASTM D-4632 
Grab Tensile Strength 100 psi ASTM D-4632 
Mullen Burst Strength 125 psi ASTM D-3786 
Trapezoid Tear Strength 40 lbs ASTM D-4533 
 
OR:  Fabric with a better OSA if it exceeds the minimum standards. 
 

9 - 12  CATCH BASINS, MANHOLES, AND INLETS 
 
See Standard Drawings 9-040 through 9-140. 
 
Maximum spacing on surface drainage courses between inlets or catch basins shall be 150 feet on road 
grades less than 1.0% and 200 feet on grades from 1% up to 3.0%.  When road grades are 3.0% or greater, 
maximum spacing shall be 300 feet.  Additional catch basins shall be installed as needed to confine drainage 
to the gutter and prevent street drainage from sheet flowing across roadways or intersections. 
 
On storm sewers with depths less than five feet to the invert of the lowest pipe, catch basins may be one of 
the following or premanufactured catch basin of appropriate size and capacity meeting WSDOT/APWA 
specifications: 
 

CB Type 1  Standard Drawing 9-040  
CB Type 1-L  Standard Drawing 9-050 
CB Type 2 (48", 54")  Standard Drawing 9-060 
CB Type 2 (72", 96")  Standard Drawing 9-070 
 

On storm sewers with depths five feet and over to invert of the lowest pipe, joining or inlet structures shall 
be CB Type 2 as shown on Standard Drawings 9-060 and 9-070.  Reinforcing details for catch basin top 
slabs are shown on Standard Drawings 9-080, Catch Basin Details, or 9-130, Manhole Details, as applicable 
for shape of lid.  With approval by the Engineer, a pre-cast cone may be substituted for the top slab. 
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Where a structure is needed for access or for juncture of storm sewers, but not for catchment of silt, the 
structure shall be one of the following types of manhole in suitable size: 
 

MH Type 1 (48", 54")  Standard Drawing 9-090 
MH Type 2 (72", 96")  Standard Drawing 9-100 
MH Type 3 (48", 54", 72", 96") Standard Drawing 9-110 
MH Type 4  Standard Drawing 9-120 

 
Reinforcing details for manhole top slabs are shown on Standard Drawing 9-130, Manhole Details. 
 
Extension sections or risers shall be installed as indicated on the above referenced standard drawings for 
catch basins and manholes. 
 
Catch basin and manhole ladders, steps, and handholds shall conform to Standard Drawing 9-130.  The step 
location shall conform to Standard Drawings 9-060, 9-070 and 9-090 through 9-120 or as shown on the 
approved plans. 
 
Section 7-05 of the WSDOT/APWA Specifications shall apply, unless otherwise specified, to catch basins, 
curb inlets, and manholes. 
 
On new subdivisions with curb and/or sidewalks, adequate measures shall be taken to control surface 
drainage from yards and roof drains so that sheet flow across roadways and walkways is avoided.  Runoff 
from roofs and footing drains shall be tightlined and connected to the street storm drainage system via yard 
drains (or approved alternate) as shown on Standard Drawing 9-140, Yard Drain Connections.  As an 
alternative, when an existing catch basin connection is not convenient, a tee connection to the street storm 
drainage system is acceptable, provided such connection is detailed on the Plat Road Construction Plans. 
 
Match pipe crown at manholes and catch basins. 
 
The minimum longitudinal gutter slope shall be 0.5 percent (0.5%). 
 
Catch basins or manholes shall be installed at all junctions of two or more connecting storm drainage pipes, 
changes in direction, slope, and pipe size for all pipes larger than 6 inches (6"). 
 
Catch basins shall be installed at all low points in the surface drainage area. 
 
At gutter line low points, insure positive flow to catch basins. In some situations this may require variation 
from the vertical curve at the low point in the gutter line. 



GDESC PLAN REQUIREMENTS 
 

 

April 1997 Section 9 – Page 13 
  

CITY OF BAINBRIDGE ISLAND DESIGN AND CONSTRUCTION STANDARDS AND SPECIFICATIONS 
 

 

9 - 13 FRAMES, GRATES, AND COVERS 
 
See Standard Drawings 9-150 through 9-190. 
 
On drainage structures beneath curb and gutter and designated bikeways, under average conditions, the grate 
and frame shall be 20" x 24" ductile iron for arterial roadways.  See Standard Drawing 9-150, Metal Frame 
and Grate (20 x 24).  For non-arterials, an 18" x 24" ductile iron grate may be used.   
 
When a structure does not function as an inlet, a solid cover, as shown on Standard Drawing 9-160, Solid 
Metal Cover for Catch Basin, shall be used. 
 
On new catch basins Type 2 not serving as inlets and on manholes functioning exclusively as access 
structures, a round locking cover and frame (Standard Drawing 9-190) shall be used. 
 
Block lettering shall be embossed on the top surfaces of grates and covers as follows: 
 

1. "DRAIN" - 3" letters on all solid covers. 
 
2. "OUTFALL TO STREAM DUMP NO POLLUTANTS" - 1/2" letters on all grates. 
 
3. “CONFINED SPACE” as directed by the city engineer. 

 
If required all solid covers and grates shall be secured with 5/8" Stainless Steel Socket Head Cap Screws as 
depicted on the Standard Drawings. 
 
A light coating of anti-seize thread compound shall be applied to the screws at the time of installation.  The 
anti-seize compound used shall be Loctite 767 or approved equal.  Anti-seize compound shall be applied 
according to the manufacturer's recommendations. 
 
Other locking devices are acceptable subject to approval by the Engineer. 
 
Unless otherwise specified, cast (gray) iron products shall conform to ASTM Designation A48 Class 30 and 
ductile iron to ASTM Designation A526 Grade 80-55-06.  Strength requirements of Federal Specification 
RR-F-621D will apply. 

9 - 14  OTHER TYPES AND MATERIALS 
 
Subject to approval by the city engineer, other types and materials of pipe, geotextile fabric, drainage 
structures, and drainage hardware may be used provided that recognized specifications are available to 
control quality and acceptable user experience with the product can be shown. 
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9 - 15  FLOW RESTRICTOR/OIL POLLUTION CONTROL (FROP) 
 
See Standard Drawings 9-200, 9-210, 9-220. 
 
When necessary, a flow restrictor/oil pollution control device (FROP) may be required. 
 
The FROP shall be located at a point where it can function and be maintained effectively.  It shall be 
constructed and installed in accordance with Standard Drawing 9-200, the "Tee" type, or, alternatively, 
Standard Drawing 9-220, the "Baffle" type, or as specified or approved by the Engineer.   The FROP - T 
shear gate shall be as specified on Standard Detail 9-210.  The FROP shall be provided with a solid, round, 
locking lid.  It shall be so located and installed such that no storm drainage will enter the structure through 
the access hole or the top slab or risers. 
 

9 - 16   STORM DRAINAGE TRENCHES 
 
See Standard Drawings 9-230, 9-240 
 
The excavation, bedding, backfill, and compaction requirements for storm drainage trenches are as set forth 
in Section 7-04.3(3) of the WSDOT/APWA Specifications and as shown on Standard Drawings 9-230 and 
9-240.  Backfill compaction shall be by mechanical means. 

9 - 17  DETENTION/RETENTION FACILITIES 
 
Separate storm detention/retention systems shall be required for each individual lot.  If more than one lot 
uses a collective private system, then all such lots shall be required to obtain private storm drainage 
easements.  Plan approval may be subject to recording of the easement. 
 
No individual lot or development shall be allowed to drain uncontrolled storm water from more than 
400 square feet of impervious surface area across driveways or into the public right-of-way. 
 
The storm detention/retention concept for plats and short plats shall be approved by the Engineering 
Division prior to actual design. 
 

1. Acceptable methods of providing storm detention shall be as follows: 
 

a. Detention above ground within a paved parking area. 
 

b. Above ground within an open detention pond. 
 

c. Under ground closed detention system. 
 

d. Combination of (a), (b), and (c) above. 
 
 2. Acceptable methods of retention shall be as follows: 
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a. Retention within a perforated piped infiltration retention system. 

 
b. Retention infiltration ponds may be allowed in conjunction with a GDESC plan on a 

temporary basis only. 

9 - 18  DETENTION SYSTEMS 
 
The following general requirements shall be met: 
 

1. The typical detention system shall be designed based on a 2-year, 10-year and 100-year 24-
hour storms to determine design discharge and design storage volume in accordance with the 
Stormwater Management Manual for the Puget Sound Basin. The City may require more 
restrictive discharge and storage requirements based on downstream conditions. 

 
2. If a detention system is to be provided for a lot, it shall discharge to the downstream public 

storm drainage system where applicable. 
 

3. The lowest site storage elevation of a detention system shall, at a minimum, be above the 
pipe crown elevation of the downstream public system that it is being connected to.  Pumping 
systems shall only be allowed when site conditions warrant as approved by the city engineer. 

 
4. Storm detention/water quality systems shall be designed for simplicity and maintenance 

considerations.  When possible, storm detention/water quality systems shall be designed so 
storm water from public systems does not discharge into areas of private ownership or 
maintenance responsibilities.   

 
Paved parking lot surface ponding requirement are as follows: 
 

1. The maximum ponding depth shall be six inches (6"). 
 

2. The maximum high water elevation of the pond shall be a minimum of one foot (1’) below 
the finish floor elevation of adjacent structures.  Indicate this elevation on the plans. 

 
3. There shall be a minimum freeboard of 3 inches (3") between the maximum high water 

elevation of the pond and landscaping, and adjacent properties. 
 

4. The system shall be designed to overflow into the City's storm system or natural drainage 
course, prior to flooding any on-site buildings or adjacent property.  The methods of 
overflow that are allowed, in order of preference, are: 

 
a. Overflow by sheet flow across the driveway into the public street drainage system or 

other adjacent public systems. 
 

b. Modify the control structure to allow an overflow tee or catch basin at the design 
storm elevation. 



GDESC PLAN REQUIREMENTS 
 

 

April 1997 Section 9 – Page 16 
  

CITY OF BAINBRIDGE ISLAND DESIGN AND CONSTRUCTION STANDARDS AND SPECIFICATIONS 
 

 
Note: In each case the finished floor elevations of adjacent structures shall be a minimum of 

six inches (6") above the overflow. 
 
Open detention pond requirements are as follows: 
 

1. Ponds should be aesthetically located and designed. 
 
2. The maximum allowable side slopes for ponds shall be three (3) horizontal to one 

(1) vertical. 
 

3. There shall be a minimum freeboard of six inches (6") between the maximum high water 
elevation of the pond and the top of the side slopes. 

 
4. A minimum of a one percent (1%) grade shall be provided along the bottom of the pond 

towards the outlet. 
 

5. Required storage volumes shall be provided for groundwater elevations above the seasonal 
winter high. 

 
6. All ponds shall have the capacity to be maintained from either the adjacent area or by direct 

access of an accessible maximum sloped surface for maintenance equipment of six (6) 
horizontal to one (1) vertical. 

 
7. Any pond with side slopes steeper than three (3) horizontal to one (1) vertical will probably 

require a four-foot (4') or six-foot (6') chain link fence with appropriate maintenance access, 
at the discretion of the city engineer. 

 
a. All ponds shall be vegetated with an approved grass. 

 
b. The system shall be designed to overflow into the City's storm system or natural 

drainage course, prior to flooding any on-site buildings or adjacent property.  The 
methods of overflow that are allowed, in order of preference, are: 

 
1. Overflow by sheet flow across the driveway into the public street drainage 

system or other adjacent public systems. 
 

2. Modify the control structure to allow an overflow tee or catch basin at the 
design storm elevation. 

 
Note:  In each case the finished floor elevations of adjacent structures shall be a minimum of 
six inches (6") above the overflow. 

 
Underground closed detention system requirements are as follows: 
 

1. Underground detention shall be provided by pipes, tanks, or vaults. 
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2. All underground detention facilities shall be accessible at both ends. 

 
3. All required underground storage that is above the winter high groundwater table just be 

secured to prevent floating. 
 

4. The system shall be designed to overflow into the City's storm system or natural drainage 
course, prior to flooding any on-site buildings or adjacent property.  The methods of 
overflow that are allowed, in order of preference, are: 

 
a. Overflow by sheet flow across the driveway into the public street drainage system or 

other adjacent public system. 
 
b. Modify the control structure to allow an overflow tee or catch basin at the design 

storm elevation. 
 

Note:  In each case the finished floor elevations of adjacent structures shall be a minimum of 
six inches (6") above the overflow. 

 
Control discharge structures shall meet the following requirements: 
 

1. Control structures or approved equivalent shall be shown on the plans and conform to the 
City Standard Drawings.  Temporary control structures in association with GDESC plans 
shall be shown on the plans and conform to the City's Standard Drawings.  They shall be 
installed on-site as required, prior to connecting to the City system to control the allowable 
discharge from private property. 

 
2. Use of weirs or other non-standard City outlet control structures are examined on a case-by-

case basis. 
 

 
3.  Multiple orifice structures may be required by the City when flows exceed 0.5 cfs (cubic feet per 

second) or when downstream conditions warrant. 
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9 - 19  RETENTION SYSTEMS 
 
The typical retention system shall be designed based on a 10-year storm event.  All infiltration systems shall 
receive approval by the city engineering division before construction. 
 
Infiltration systems shall meet the following requirements: 
 

1. Percolation tests or USDA soil classification tables may be used to determine infiltration 
rates. 

 
2. The minimum acceptable percolation rate for an infiltration system shall be 15 minutes per 

inch. 
 

3. Area requirements for the infiltration system can include 1-foot for adjacent trench or bed 
walls to be used for absorption. 

 
a. The bottom of the trench shall be one foot (1') minimum from the high groundwater 

elevations. 
 

b. The system shall be located in natural soils or approved fills. 
 

c. Storm water from a parking or driving surface is required to flow through an 
approved spill containment device (oil/water separator) in accordance with the 
Standard Drawings, prior to entering the infiltration system.  The preferred method of 
treating runoff from a parking or driving surface is to sheet flow the stormwater onto 
a vegetated area so that it does not have to enter the infiltration system. 

 
d. The system shall be designed to overflow into the City's storm system, prior to 

flooding any on-site buildings or adjacent property.  The methods of overflow that are 
allowed, in order of preference, are: 

 
1. Overflow by sheet flow across the driveway into the public street drainage 

system or other adjacent public system. 
 

2. Modify the control structure to allow an overflow tee or catch basin at the 
design storm elevation. 

 
Note:  In each case, the finished floor elevations shall be a minimum of six inches (6") above 
the overflow. 

 
e. The maximum allowable void ratio for trench rock shall be 30 percent (30%). 
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f. Surface storage associated with the infiltration system shall conform to the storage 
requirements for detention of parking lot surface ponding herein. 

 
g. Inspection ports or catch basins shall be provided on each end of the infiltration 

system. 
 

h. Infiltration systems shall be located outside of paved areas. 
 

i. Infiltrator (graveless) or equal alternative systems may be used if units.  If units are 
load rated they may be placed under paved areas with specific site approval. 

9 - 20  WATER QUALITY DESIGN REQUIREMENTS 

A. General 
 
Water quality treatment systems shall be sized to capture and treat the water quality design storm, defined as 
the 6-month, 24-hour event. 
 
Water quality treatment shall be provided through the use of either grass-lined swales or oil/water 
separators.  Any business or development that will discharge waste water containing oil or grease into either 
storm or sanitary sewers, streams or Puget Sound must comply with the water quality requirements set forth 
herein and in accordance with the Stormwater Management Manual for the Puget Sound Basin. 
 
Effluent guidelines for oil and grease are as follows: 
 

1. The City requires that discharge to the sanitary sewer system contain no greater than 
100 mg/L polar (animal and vegetable) total oil and grease and 100 mg/L non-polar 
(petroleum) oil and grease. 

 
2. The City requires that storm water discharge shall have no visible sheen, average less 

than 10 mg/L of oil and grease daily, and at no time exceed a daily maximum of 15 
mg/L. 

 

B. Water Quality Design Methods 
 
The following are acceptable methods for controlling water quality: 
 

1. Baffle oil/water separators are to be used by businesses which discharge waste water 
containing oil or grease.  Vehicle wash areas, shop floor drains, and fueling facilities are 
examples of locations which require a baffle oil/water separator.  Water discharged by these 
businesses which has been treated by a baffle oil/water separator shall be discharged into the 
sanitary sewer system. 

 
2. Coalescing plate oil/water separators are to be used by businesses which discharge waste 

water with oil and grease under the following conditions: 
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a. Where concentrations are higher than those that a baffle oil/water separator can 

reduce to acceptable levels before entering the sanitary sewer system. 
 

b. Where discharge of oil or grease, such as runoff from parking lots and streets enters 
the storm system. 

 
c. Grass-lined swales are to be used to treat water containing low concentrations of oil 

and grease, such as runoff from parking lots and streets. 
 

d. Grass-lined swales are required as treatment, when discharging to a wetland, sensitive 
area, or storm system.  If high oil and grease concentrations are expected, an oil/water 
separator may be required in conjunction with the swale.   

9 - 21  DESIGN OF ROOF DOWNSPOUT INFILTRATION TRENCHES 
 
The length of trench required is based on the assumption of providing a bottom trench area sized to infiltrate 
at a rate equal to the rainfall intensity for the peak 10-minute time step for the 10-year, 24-hour duration 
design storm event, and by the maximum infiltration rate (Im) which is based on the Soil Texture Class by 
the United States Department of Agriculture (U.S.D.A.) designation system.  The length of trench required 
is determined by dividing the required infiltration area (AI) by 4 feet (the two-foot trench width plus one 
foot on either side for side wall infiltration). 
 
AI is computed by using the following equation: 
 
AI = (0.054 P10 AR)/10 IM 
 
Where: 
 P10 = 10-year, 24-hour design storm total precipitation, inches. 
 
 IM = the maximum infiltration rate, in./min. 
 
 AR = area of the roof tributary to the system, ft2.  (Note:  a typical single-family residence has a roof 

area of approximately 2,000 ft2). 
 
 Therefore, the trench length required is: 
 
 L = AI / 4 
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Maximum Infiltration Rates for Roof Downspout Infiltration Systems 

 
 IM (in. / min.)  
  
1. Coarse sands or cobbles 0.333 
2. Medium sand 0.138 
3. Fine sand, loamy sand 0.040 
4. Sandy loam 0.017 
5. Loam 0.009 

 
Actual soil logs and measured percolation rates may be utilized if documentation is provided with the 
design. 
 
The system shall contain a basin or sump well prior to inlet.  These structures shall include a sump and a tee 
on the outlet side. 
 
Infiltration is not allowed in all locations.  Verify acceptability with the city engineer. 
 
The Stormwater Management Manual for the Puget Sound Basin uses a combination of infiltration and 
storage design parameters.  These guidelines may be followed as long as the calculations are submitted with 
the drainage plan and design. 
 
The Department of Ecology’s Onsite Residential Stormwater Management Alternatives Manual contains 
alternate systems that may be used for construction for projects that contain less than 5000 square feet of 
impervious surface. 
 


